LEAD AND COPPER INMWATER TESTING

Survey Location:

Chet Holifield Federal Building
General Services Administration
24000 Avila Road

Laguna Niguel, California 92677
GSA Building Number: CA0521SS

Survey Dates: June 22 and June 23, 2021
Report Date: July 1, 2021
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United States Public Health Service
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-
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A. EXECUTIVE SUMMARY

On June 22 and 23, 2021, the Federal Occupational Health (FOH) inspection team conducted asbestos air sampling
throughout the Chet Holifield Federal Building located at 24000 Avila Road in Laguna Niguel, California (GSA
Building Number: CA0521SS). Air sampling was conducted to verify that airborne fiber levels were at appropriate
levels. Air samples were collected in common areas, storage rooms, file rooms and in occupied office spaces
throughout the building. A total of seventy-four (74) air samples, four lab blanks and eight field blanks were collected
and submitted for analysis using Transmission Electron Microscopy (TEM).

There are no current EPA regulations for general area air sampling and no regulatory action levels for direct
comparison of airborne asbestos levels; however, the US Environmental Protection Agency (EPA) has regulations
for area air sampling within containment after an ashestos abatement action has been completed. When performing
general area asbestos air sampling, FOH compares the results to the EPA regulations.

Laboratory analysis indicated fiber levels for all samples to be less than 17 structures per millimeter squared (17
s/mm?). In structures per cubic centimeter (s/cc) the results ranged from <0.0040 to <0.0050 s/cc of air.

For TEM AHERA samples, EPA uses the clearance level of 70 s/mm? after ashestos removal has been completed.
This is the level at which EPA considers the space appropriate to return to general occupancy. Analytical results
of all air samples indicate that asbestos concentrations were below the EPA clearance level of 70 s/mm?. The
Memorandum of Agreement (MOA) between the General Services Administration (GSA) and the US Citizenship
and Immigration Services (USCIS) dated February 15, 2017 states that results less than 0.005 s/cc are considered
acceptable. All results from the air sampling were less than 0.005 s/cc of air.



B. INTRODUCTION

On June 22 and 23, 2021, U.S. Public Health Service, Federal Occupational Health, inspection team members,
Missy Waldman, Robert Gates and Ramona Ines conducted asbestos air sampling at the Chet Holifield Federal
Building located at 24000 Avila Road, in Laguna Niguel, California (GSA Building Number: CA0521SS). Air
samples were collected in common areas, storage rooms, file rooms and office spaces occupied by government
agencies within the above referenced structure. A total of seventy-four (74) air samples, four lab blanks and eight
field blanks were collected and analyzed for asbestos fibers using transmission electron microscopy (TEM) by
EMSL Analytical, Inc. locations in San Leandro, California, South Pasadena California and Huntington Beach,
California.

The Chet Holifield Federal Building is a United States Government Building managed by the General Service
Administration and is occupied by government agencies. The 7-story pyramidal form building was constructed
between 1967 and 1971 and is approximately 1,000,000 square foot in size. It is constructed of angled, painted,
pre-cast concrete panels with reticulation, a textured finish that displays curvilinear forms and recessed anodized
aluminum windows. The building has a concrete frame and the lateral force-resisting system consists of concrete
shear walls and single-level concrete moment frames. This office space has carpeted and tiled floors, painted-
sheetrock walls, drop ceilings, and the supply air is ducted while the return air is transported via the plenum area
above the ceiling.

Before the survey, an opening conference was held with GSA Senior Property Manager Sherry Hutchinson, to
discuss the procedures and the locations of the air sampling.

C. METHODS

Air sampling was conducted by drawing a known volume of air through a filter using flow-controlled pumps that
were each pre and post calibrated. Calibration was made by using a Bios Defender 520 Primary Flow Calibrator,
with a representative sampler in line. The filter media used was 0.45-micron pore-size mixed cellulose ester filter
with backup pad. Each sample was collected open-faced in a 25-millimeter non-conducting cassette. Each sample
was collected at breathing zone height. The samples were collected for approximately 2 hours and a sufficient
volume of air was collected to meet the required limit of quantification for TEM analysis as well as meet the
optimum fiber loading on the filter. Air samples were collected from common areas, storage rooms, file rooms
and in occupied office spaces. A total of seventy-four (74) air samples, four lab blanks and eight field blanks were
collected and analyzed for asbestos fiber concentrations using AHERA TEM. All samples were analyzed by
EMSL Analytical, Inc. locations in San Leandro, California, South Pasadena California and Huntington Beach,
California. All laboratories are accredited by the American Industrial Hygiene Association (AIHA).

D. RESULTS

Laboratory analysis indicated fiber levels for all samples to be less than 17 structures per millimeter squared (17
s/mm?). In structures per cubic centimeter (s/cc) the results ranged from <0.0042 to <0.0050 s/cc of air.

Complete laboratory results can be found in Section F-Supporting Documents of this report.
E. DISCUSSION AND RECOMMENDATIONS

There are currently no regulations for general area air sampling for asbestos and no regulatory action levels by
which results may be directly compared. The US Occupational Safety and Health Administration (OSHA) has
regulations for worker exposure which entails sample collection by placing the sampling device in the employee’s
breathing zone. However, this was not the case and therefore FOH will not compare the area sampling results to
the OSHA PEL of 0.10 fibers per cubic centimeter. The US EPA has regulations for area air sampling within
containment after an asbestos abatement action has been completed. When performing general area asbestos air
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sampling, FOH compares results to the EPA regulations. There are some differences in the method of collection
since FOH did not collect the samples in containment, but the clearance level is the same.

For TEM samples, EPA uses the clearance level of 70 s/mm? after an asbestos removal has been completed. This
is the level at which EPA considers the space appropriate to return to general occupancy. All of the samples
collected by FOH have levels less than 70 s/mm?,

The MOA between GSA and USCIS states that results less than 0.005 s/cc of air are considered acceptable. All
sample results from this sampling event were less than 0.005 s/cc of air.

For any work that is conducted above the ceiling and in the plenum area, FOH recommends that such work be
completed after hours while utilizing a negative pressure mini-containment to minimize occupant impact and
contain any settled dust that may be disturbed.

F. SUPPORTING DOCUMENTS

The following supporting documents are attached to the report:

e Laboratory Report/Chain of Custody (24 pages)



EM L An I | I In . EMSL Order: 042115323

S a _yt (_:a » INC Customer ID: EAFI66A
200 Route 130 North Cinnaminson, NJ 08077

Customer PO: 020.01474
Tel/Fax: (800) 220-3675 / (856) 786-5974 ) )
http://www.EMSL.com / cinnasblab@EMSL.com Project ID: J
Attention: Lynda McDermott Phone: (978)688-3736 )
USPHS/Federal Occupational Health Fax:
JFK Federal Building, Government Center Received Date: 06/24/2021 09:15 AM
Room E-110 Analysis Date: 06/29/2021 - 06/30/2021
Boston, MA 02203 Collected Date: 06/22/2021
Project: 608300, 2019-2851, 608301 / Chet Holifield FB, 24000 Avila Road, Laguna Niguel, CA/ FOH Chet Holifield
L Quarterly Air Sampling Project / Federal Building

Test Report: Asbestos Fiber Analysis by Transmission Electron Microscopy (TEM) Performed by

EPA 40 CFR Part 763 Appendix A to Subpart E

Area Analytical Asbestos
Volume Analyzed Non  Asbestos #Structures Sensitivity Concentration

Sample Location (Liters) (mm?) Asb Type(s) 20.5u < 5y 254 (S/cc) (S/mm? (S/cc)

2-33-2200 Floor 2 - CIS - 2200 - 1364.82 0.0630 0  None Detected 0 0 0.0045 <16.00 <0.0045
Cubicle 22252

042115323-0001

2-34-2200 Floor 2 - CIS - 2200 - 1334.84  0.0630 0  None Detected 0 0 0.0046 <16.00 <0.0046
Kitchenette next to 22684

042115323-0002

2-36-2504 Floor 2 - CIS - 2504 - 1316.55 0.0630 0  None Detected 0 0 0.0046 <16.00 <0.0046
Malibu Conf. Room

042115323-0003

2-37-2500 Floor 2 - CIS - 2500 - 1309.85 0.0630 0  None Detected 0 0 0.0047 <16.00 <0.0047
Outside Office 25124

042115323-0004

2-39-2405 Floor 2 - CIS - 2405 - 1301.41  0.0630 0  None Detected 0 0 0.0047 <16.00 <0.0047
Pacific Palisades Training
Room

042115323-0005

2-40-2300 Floor 2 - CIS - 2300 - 1307.39  0.0630 0  None Detected 0 0 0.0047 <16.00 <0.0047
Outside Deposit Room B

042115323-0006

2-42-2300 Floor 2 - CIS - 2300 - 1295.58 0.0630 0  None Detected 0 0 0.0047 <16.00 <0.0047
Adjacent to Aisle 02A

042115323-0007

2-43-2300 Floor 2 - CIS - 2300 - 1278.55 0.0630 0  None Detected 0 0 0.0048 <16.00 <0.0048
Copier Area 23056

042115323-0008

2-44-2300 Floor 2 - CIS - 2300 - 1270.01  0.0630 0  None Detected 0 0 0.0048 <16.00 <0.0048
Mailroom near Fire Alarm

042115323-0009

3-48-3101 Floor 3 - WRO - 3101 - 1426.80 0.0630 0  None Detected 0 0 0.0043 <16.00 <0.0043
Training Room

042115323-0010

4-24-4105 Floor 4 - WRO - 4105 - 1402.83  0.0630 0  None Detected 0 0 0.0044 <16.00 <0.0044
Outside Cubicle Ambriz

042115323-0011

6-69-6160 Floor 6 - WRO - 6160 - NE 1337.18  0.0630 0  None Detected 0 0 0.0046 <16.00 <0.0046
Office

042115323-0012

6-70-6060 Floor 6 - 6060 - Corridor 1299.54  0.0630 0  None Detected 0 0 0.0047 <16.00 <0.0047

042115323-0013

1-25-Mail Rm Floor 1 - Mail Room at 1252.48 0.0630 0  None Detected 0 0 0.0049 <16.00 <0.0049
1-D-16

042115323-0014

1-21-1640C Floor 1 - 1640C - Corridor 1230.39  0.0630 0  None Detected 0 0 0.0050 <16.00 <0.0050

042115323-0015

1-20-AHU Floor 1 - AHU 1-1 1235.43  0.0630 0  None Detected 0 0 0.0049 <16.00 <0.0049

(Initial report from: 06/30/2021 10:20 AM

)

Printed: 6/30/2021 10:20:31AM
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EMSL Analvti . EMSL Order: 042115323
S a -ytl(-:al, Inc Customer ID: EAFIG6A
200 Route 130 North Cinnaminson, NJ 08077

Customer PO: 020.01474
Tel/Fax: (800) 220-3675 / (856) 786-5974

http://www.EMSL.com / cinnasblab@EMSL.com Project ID: J

Attention: Lynda McDermott Phone: (978)688-3736 )
USPHS/Federal Occupational Health Fax:
JFK Federal Building, Government Center Received Date: 06/24/2021 09:15 AM
Room E-110 Analysis Date: 06/29/2021 - 06/30/2021
Boston, MA 02203 Collected Date: 06/22/2021

Project: 608300, 2019-2851, 608301 / Chet Holifield FB, 24000 Avila Road, Laguna Niguel, CA/ FOH Chet Holifield

Quarterly Air Sampling Project / Federal Building

Test Report: Asbestos Fiber Analysis by Transmission Electron Microscopy (TEM) Performed by
EPA 40 CFR Part 763 Appendix A to Subpart E

Area Analytical Asbestos
Volume Analyzed Non  Asbestos #Structures Sensitivity Concentration
Sample Location (Liters) (mm?) Asb Type(s) 20.5u < 5u 25y (S/cc) (S/mm? (S/cc)
042115323-0016
1-7-CSR Floor 1 - Contract Storage 1252.22  0.0630 0  None Detected 0 0 0.0049 <16.00 <0.0049

Room
042115323-0017
U-1-East Wall Floor U - East Wall 1252.22  0.0630 0  None Detected 0 0 0.0049 <16.00 <0.0049
042115323-0018

. \%m}éév W)

yp— Samantha Rundstrom, Laboratory Manager
indy Le (18) or other approved signatory

EMSL maintains liability limited to cost of analysis . Interpretation and use of test results are the responsibility of the client. This report relates only to the samples reported above, and may not be
reproduced, except in full, without written approval by EMSL. EMSL bears no responsibility for sample collection activities or analytical method limitations . The report reflects the samples as received.
Results are generated from the field sampling data (sampling volumes and areas, locations, etc.) provided by the client on the Chain of Custody. Samples are within quality control criteria and met
method specifications unless otherwise noted. This report must not be used to claim product certification, approval, or endorsement by NVLAP, NIST, or any agency of the federal government. Results
reported in structures/cm3 are not covered by the laboratory's NVLAP accreditation. Measurement of uncertainty available upon request.

Samples analyzed by LA Testing Huntington Beach, CA NVLAP Lab Code 101384-0

(Initial report from: 06/30/2021 10:20 AM )

Printed: 6/30/2021 10:20:31AM Page 2 Of 6 Page 2 of 2



© Order| D: 042115323

Please log under EFI Account No.: EAFI66A
(FOH Account) for the report to, which bills
to EFT Account No.: EAFI66

OUT]18%273

CHAIN OF CUSTODY FORM

(@) efi global

R(eg::'::;) Program Support Center, Federal Occupational Health Bill To: | Accounts Payable
Company: | U.S. Department of Health and Human Services Address: | EFI Global, Inc.
i Everett McKinley Dirksen Federal Building (Z1R) City, State, Zip: | 155 West St, Ste 6, Wilmington, MA 01887
ress:
219 South Dearborn, Room 288 Telephone: | 800-659-1202
City, State, Zip: | Chicago, IL 60604 Email Report to: | Lynda.McDermott@efiglobal.com
Project Information
EFI Project No. Fed Health No's: k
(Invoice only): 020.01474 (list on report) QeEoRe. 20492601, pipul
Site Name- ! Chet Holifield FB, 24000 Avila Road, Laguna Niguel, CA
Address:
ﬁd?ttlonal Please also email results to Michael.Pinkerton@efiglobal.com
otes:
Requested Turnaround Time:
0 RUSH O 1day O 2day [0 3 day 5 day
Media and Methodology
Type of Analysis: | TEM - AHERA 40 CFR, Part 763 Check for Positive Stop:
Notes: Date Collected:
Sample ID Type of Material Location /

/
/

Sheets

\\
L
e

Please See Attached Data
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84

Total Number of Samples Submitted:

Samplers Name: Lobed Gute
Rodert Cafes

Samplers Signature & <—
Date: &-A8-4/  Time: /Jdg

Date: %&:;A_Time: ! l SA

Relinquished By (Client):

Received By (Lab):

6
4

Page 3 Of
Page 1 O



OrderlI D: 042115323

OY LIS

Air Sampling Field Data Sheet 3
" : ; - i _ummml“l omlwrm
Date Collected: - 22-2| Job Name: FOH Chet Holified Quarterly Air Sampling Project Company: Federal OccupationaBHealth
Contact Person: Michael Pinkerton Job Location: Chet Holified Federal Building B Hiiiinn: o
Job Number: 020.01474 Address: 24000 Avila Road Collected By: W ”_
Laguna Niguel, CA o ‘
Sam U.m . Time Flow Rate (LPM) <o“.__._u:m..u-
Number* Pump # |Floor # SEmpleLocation Total . ,
Start Stop (minutes) Initial Final Average
233220 2 |C15-2200- cuncle 2225200 | 1po4 | 135 |1.490 9.8% | 9,99 [1364.82
2xt 40
A=34-2d00 3 |CI5. 2400 . X_E:.,_Exwﬂ\,ﬁw?w* 0%5'l Boq 156 1990 9493 (4.815 [1334.84
3-3(p 250 2 | C15-3504- Malibw (onf. R 0F50 [ o | 134|991 (.74 9825 (131655
-31-A50 R | Ci%-2500- oulsids ofiw2512¢ 099 | 1013 134 9.94 Al (3775 |1307.85
2-39-245 R (CS-os ~fxibic Rlisdes —lpgpd 1017 | 133 | 999 |98 |1.785 |1s0rses
A-HO.Q3t A | C6 -Q2p - oulside o%a;@m; 0%0% _oﬁ 133 19.90 [q4)(, | 283 /130739
AHR- 230 2 | Q15- 2200 - oduat 4 AiseB o1\ 1023 | 132|940 (1113|985 129558
2 4323 2| CIS - 2300 - copaona 23056 0815 | 1025 | 130 [q.40 [4.17|9.825 yiare. 55
. , . nea
241250 R | CIS -2300 — mailoom bie 10819 | 1038 | 132 (q.q) |18 agus 1270008
348201 3 | WRO =30 - ._\:_ssu Rn | 1039 §30%| s .89 197 |84 |48
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OrderlI D: 042115323

Date Collected: (o 32-2\

Contact Person: Michael Pinkerton

Air Sampling Field Data Sheet

Job Name: FOH Chet Holified Quarterly Air Sampling Project
Job Location: Chet Holified Federal Building

OYZ SIS

Company: Federal Occupational Health

Phone Number:

o

vmmmm. of M.w

—
r— -
—

Job Number:  020.01474 Address: 24000 Avila Road Collected By:_[Robept Gate

Laguna Niguel, CA Nuu

Time Flow Rate (LPM) <o_==m_.....

m_mﬁnw: Pump # | Floor # RS RO Yol - . E..m

Start Stop (minutes) Initial Final Average amld.

24 4105 4 WD H105 _ datsde cubile Aabid [0d (307 | 143|998 | Qg 781 o2 43

b-(9-bIed ® WRO blbd—NE ofGc  ||D58 133 | 135 @ﬁ 490 | 3.9 |1337.175

- Tt bbed G | 600 - Cerride, WOY |i3lp |13% |4.q2|417|%8% |A2nsy

Tumkﬁ (| mad Zom aF -0~ 16 iy (1521 | 128|484 |9.08|9. 785 |1252.48

|- 21- 16904 | | teyoe - Corridor 120 |36 | 12¢ E 1.66 §,765 123039

4.357

(.20~ AHY V| AHD . 12y 1330 | 126 | 4.9\ |q70 9.8 | 123593

\-1-CS& { | Contaact Storige, 2oom (29 (1320 | 127 [9.90 |1.8% |9.8c |1a52-23

c.;-mﬁ U | Lasp vah 1133 | {390 |27 AmJ 983 |9.8¢ [1252.22
FBI-R( Fiolf Bl k
FB2- K6 Freld Blank

e~ )
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OrderlI D: 042115323

Date Collected: @-242-2]

Contact Person: Michael Pinkerton

Air Sampling Field Data Sheet
Job Name: FOH Chet Holified Quarterly Air Sampling Project

Job Location: Chet Holified Federal Building

OHLIS>ES

Page 3 of

Company: Federal Occupational Health
Phone Number:

Job Number; 020.01474 Address: 24000 Avila Road Collected By:_Kadat butes
Laguna Niguel, CA
s | Time Flow Rate (LPM) Volume
ample . (L)
Number+ Pump # |Floor # i Total o ) A
Start Stop (minutes) Initial Final verage
LBI-R¢- Lab Bhnk
|
=
=
= .-
(]
£
N..u..
..un.u -
wan
o

6
4
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EM L An I | I In . EMSL Order: 042115326

S a _yt (_:a » INC Customer ID: EAFI66A
200 Route 130 North Cinnaminson, NJ 08077

Customer PO: 020.01474
Tel/Fax: (800) 220-3675 / (856) 786-5974 ) )
http://www.EMSL.com / cinnasblab@EMSL.com Project ID: J
Attention: Lynda McDermott Phone: (978)688-3736 )
USPHS/Federal Occupational Health Fax:
JFK Federal Building, Government Center Received Date: 06/24/2021 09:15 AM
Room E-110 Analysis Date: 06/30/2021
Boston, MA 02203 Collected Date: 06/23/2021
Project: 608300, 2019-2851, 608301 / Chet Holifield FB, 24000 Avila Road, Laguna Niguel, CA/ FOH Chet Holifield
L Quarterly Air Sampling Project / Federal Building )

Test Report: Asbestos Fiber Analysis by Transmission Electron Microscopy (TEM) Performed by
EPA 40 CFR Part 763 Appendix A to Subpart E

Area Analytical Asbestos
Volume Analyzed Non  Asbestos #Structures Sensitivity Concentration

Sample Location (Liters) (mm?) Asb Type(s) 20.5u < 5u 25y (S/cc) (S/mm? (S/cc)

1-18-1600 Eloor 1 - IRS Conference 145185 0.0630 2 None Detected 0 0 0.0042 <16.00 <0.0042
Room South Wall VOID VOID

042115326-0001

3-49-3156 Floor 3 - IRS 3156 South 1357.61  0.0630 0  None Detected 0 0 0.0045 <16.00 <0.0045
Wall next to Cabinet 346

042115326-0002

3-52-3361 Floro 3 - IRS Room 3361B 1328.61  0.0630 0  None Detected 0 0 0.0046 <16.00 <0.0046
Conference Room

042115326-0003

3-50-3208 Floor 3 - IRS 3208 1292.97 0.0630 0  None Detected 0 0 0.0047 <16.00 <0.0047
Interview Room 30

042115326-0004

3-62-3108 Floor 3 - IRS 3108 next to 1311.38  0.0630 0  None Detected 0 0 0.0047 <16.00 <0.0047
Refrigerator

042115326-0005

4-63-4404 Floor 4 - IRS 4404 Copy 1255.39  0.0630 0  None Detected 0 0 0.0049 <16.00 <0.0049
Room

042115326-0006

4-64-4404 Floor 4 - IRS 4404 Cubical 1220.16  0.0756 0  None Detected 0 0 0.0042 <13.00 <0.0042
044242

042115326-0007

4-65-Corridor 4th Floor 4 - 4-Corridor 4th 1199.26  0.0756 0  None Detected 0 0 0.0042 <13.00 <0.0042

Floor Floor next Elevators

042115326-0008

4-66-GSA Floor 4 - GSA Cubical next 1181.40 0.0756 0  None Detected 0 0 0.0043 <13.00 <0.0043
to Copy Room

042115326-0009

1-26-1600 Floor 1 - Column 1-A-13 1151.28  0.0756 0  None Detected 0 0 0.0044 <13.00 <0.0044
between Tables

042115326-0010

3-61-Corridor 3rd Floor 3 - 3-61-Corridor 3rd 1330.42 0.0630 0  None Detected 0 0 0.0046 <16.00 <0.0046

Floor Floor across Room 3315

042115326-0011

3-58-Childcare Floor 3 - Childcare Kitchen 1305.39  0.0630 0  None Detected 0 0 0.0047 <16.00 <0.0047

Kitchen next to Cabinet

042115326-0012

3-59-Childcare Floor 3 - Childcare Staff 1261.65 0.0630 0  None Detected 0 0 0.0048 <16.00 <0.0048

Staff Room Room next to Refrigerator

042115326-0013

3-56-Kids Camp Floor 3 - Childcare Kids 1259.52  0.0630 0  None Detected 0 0 0.0049 <16.00 <0.0049
Camp Staff Cubical

042115326-0014

3-57-Vacant Floor 3 - Vacant Office 1230.00 0.0630 0  None Detected 0 0 0.0050 <16.00 <0.0050

Office 3406 Space 3406 South Wall

042115326-0015

(Initial report from: 06/30/2021 12:15 PM

)

Printed: 6/30/2021 12:15:15PM
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Michael.Pinkerton
Line


EM L An I | I In . EMSL Order: 042115326

S a _yt (_:a » INC Customer ID: EAFI66A
200 Route 130 North Cinnaminson, NJ 08077

Customer PO: 020.01474
Tel/Fax: (800) 220-3675 / (856) 786-5974 ) )
http://www.EMSL.com / cinnasblab@EMSL.com Project ID: J
Attention: Lynda McDermott Phone: (978)688-3736 )
USPHS/Federal Occupational Health Fax:
JFK Federal Building, Government Center Received Date: 06/24/2021 09:15 AM
Room E-110 Analysis Date: 06/30/2021
Boston, MA 02203 Collected Date: 06/23/2021
Project: 608300, 2019-2851, 608301 / Chet Holifield FB, 24000 Avila Road, Laguna Niguel, CA/ FOH Chet Holifield
L Quarterly Air Sampling Project / Federal Building

Test Report: Asbestos Fiber Analysis by Transmission Electron Microscopy (TEM) Performed by
EPA 40 CFR Part 763 Appendix A to Subpart E

Area Analytical Asbestos
Volume Analyzed Non  Asbestos #Structures Sensitivity Concentration
Sample Location (Liters) (mm?) Asb Type(s) 20.5u < 5u 25y (S/cc) (S/mm? (S/cc)
3-54-Vacant Floor 3 - Vacant Room 1186.45 0.0756 0  None Detected 0 0 0.0043 <13.00 <0.0043
Room 3455 3455 East Wall
042115326-0016
3-55-Open Room Floor 3 - Open Room 3513 1132.16  0.0756 0  None Detected 0 0 0.0045 <13.00 <0.0045
3513 North Wall next to Exit
042115326-0017
3-53-Room 3501 Floor 3 - IRS Room 3501 1032.15  0.0756 0  None Detected 0 0 0.0049 <13.00 <0.0049
Suite 03-3773
042115326-0018
3-51-Vacant Floor 3 - Vacant Room 1073.10  0.0756 0  None Detected 0 0 0.0047 <13.00 <0.0047
Room 3210 3210 Second Office North

042115326-0019

Wall

Analyst(s)

Jeffrey Deboo (19)

St firrgflino

Samantha Rundstrom, Laboratory Manager

or other approved signatory

EMSL maintains liability limited to cost of analysis . Interpretation and use of test results are the responsibility of the client. This report relates only to the samples reported above, and may not be
reproduced, except in full, without written approval by EMSL. EMSL bears no responsibility for sample collection activities or analytical method limitations . The report reflects the samples as received.
Results are generated from the field sampling data (sampling volumes and areas, locations, etc.) provided by the client on the Chain of Custody. Samples are within quality control criteria and met
method specifications unless otherwise noted. This report must not be used to claim product certification, approval, or endorsement by NVLAP, NIST, or any agency of the federal government. Results
reported in structures/cm3 are not covered by the laboratory's NVLAP accreditation. Measurement of uncertainty available upon request.

Samples analyzed by LA Testing Huntington Beach, CA NVLAP Lab Code 101384-0

(Initial report from: 06/30/2021 12:15 PM

)

Printed: 6/30/2021 12:15:15PM
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OrderlI D: 042115326

Please log under EFI Account No.: EAFI66A O(//Z / /gg ZQ (.) eﬁ globa'

(FOH Account) for the report to, which bills
to EFI Account No.: EAFI66
CHAIN OF CUSTODY FORM

Bill To: | Accounts Payable

R(eb?:l:: :)t) Program Support Center, Federal Occupational Health
Company: | U.S. Department of Health and Human Services Address: | EFl Global, Inc.
Everett McKinley Dirksen Federal Building (Z1R) | City, State, Zip: | 155 West St, Ste 6, Wilmington, MA 01887
Telephone: | 800-659-1202

A :
i 219 South Dearborn, Room 288

Email Report to: | Lynda.McDermoti@efiglobal.com

Project Information

Fed Health No's: | (2340 2019-2851, 608301

EFI Project No.
(Invoice only): 020.01474 (list on report)

Site Name / Chet Holifield FB, 24000 Avila Road, Laguna Niguel, CA

City, State, Zip: | Chicago, IL 60604

Address:
ﬁga:tsi:o“al Please also email results to Michael.Pinkerton@efiglobal.com
Requested Turnaround Time:
0 RUSH O 1 day O 2day 0 3 day 5 day
Media and Methodology

Type of Analysis: | TEM - AHERA 40 CFR, Part 763 Check for Positive Stop:

Date Collected:

Notes:

Sample ID Type of Material Location

"~ Please See Attached Data/Sheets =~
\ /
\ //

/ \\
/ \
/ \
/ \
\

€8 6| KY | "ZINnr 1201

Total Number of Samples Submitted: 8 4

Samplers Name: Lobed bt
Relinquished By (Client): _Rodert Cafes

m Q\*‘(\—\f( Date: é*&‘\—a\ Time:ﬂgﬁ

Samplers Signature _Z&—<r—
Date: &-28-d/  Time: / 8038

Received By (Lab):
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Air Sampling Field Data Sheet Q\C\ N \ \ ﬂ i Nm\

7 : : Pagez/ of 3
Date Collected: C f N\uv/ .\!/ Job Name: FOH Chet Holified Quarterly Air Sampling Project Company: Federal Ooo:um:oq_wmnm_ﬁr‘n
Contact Person: Michael Pinkerton Job Location: Chet Holified Federal Building ' Phone Number:_ S ,
Job Number: 020.01474 Address: 24000 Avila Road Collected By:_ (A VR . At
Laguna Niguel, CA 2= 5
e 4 3
o .;,\
s , Time Flow Rate (LPM) <o_A,__._vsm.: 7
ample : £
Number* | Pump # | Floor # Sample Location e - )
Start Stop (minutes) Initial inal Average
: r RS C Q) ﬂ# 4 ..”..u(. 1% s \ )\.:m\, : B .
___\ \&\. &.,_ / \ CA \ i 0y \H\‘.\.‘hl.q 1A ; U fNQ/ ( A,(.ﬂ‘.,ﬂ — _p,i. /Qﬁl/ﬂ. /P‘m / ,\ﬁ\
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A [D.* /w/\ / | 4 :r/r/
. \,. ) i» , - R » -~
\-7 (p-1 0D , ,_ \0 W\ v__|j_ A 0\ [2 o

OrderlI D: 042115326
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Air Sampling Field Data Sheet
Job Name: FOH Chet Holified Quarterly Air Sampling Project

mv*\N:WQNWQ“ =
Page 2 of 3

Company: Federal Oon:ummozwmg:_w. -

Job Location: Chet Holified Federal Building o 2T
= = S 1

Date Collected: &-A3-21
Michael Pinkerton

Contact Person: Phone Number:

OrderlI D: 042115326

Job Number: 020.01474 Address: 24000 Avila Road Collected By:
Laguna Niguel, CA
s | Time Flow Rate (LPM) Volumefs?
ample A (L)
Number+ | Pump # | Floor # Gample Lbication =
Start Stop (minutes) Initial Final Average
~ ) . U 7 ?i\ 1 - ; \ 4 . - .
. ] Rallee et =) ) f ' 27 1 2"LNy
. d p | VD _®U e PU Jya.u..q “!Mm..\.r\v
| : [ L} '
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O 2% 128 g9 |4 T]11757.47%
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DR ) 2L 1119, <Ul 122D
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, > 24 1771 105|467
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OrderlI D: 042115326

Air Sampling Field Data Sheet

OH (5526

. . . . Page 3 of 3
Date Collected:_@~28-2¢ Job Name: FOH Chet Holified Quarterly Air Sampling Project Company: Federal Occupationakkealth
Contact Person: Michael Pinkerton Job Location: Chet Holified Federal Building Phone Number: i
. r r\_ﬂ -
Job Number: 020.01474 Address: 24000 Avila Road Collected By:
Laguna Niguel, CA W {
Blor
= : Time Flow Rate (LPM) Volume® | 5
ample . Lww |
Number* | Pump # |Floor # SR Bation Total i ; en |
Start Stop (minutes) Initial Final Average w
FB2-RT Fiell Blonk
LBI-RT Lab Blark

6
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EM L An I | I In . EMSL Order: 042115330

S a _yt (_:a » INC Customer ID: EAFI66A
200 Route 130 North Cinnaminson, NJ 08077

Customer PO: 020.01474
Tel/Fax: (800) 220-3675 / (856) 786-5974 ) )
http://www.EMSL.com / cinnasblab@EMSL.com Project ID: J
Attention: Lynda McDermott Phone: (978)688-3736 )
USPHS/Federal Occupational Health Fax:
JFK Federal Building, Government Center Received Date: 06/24/2021 09:15 AM
Room E-110 Analysis Date: 06/30/2021
Boston, MA 02203 Collected Date: 06/22/2021
Project: 608300, 2019-2851, 608301 / Chet Holifield FB, 24000 Avila Road, Laguna Niguel, CA/ FOH Chet Holifield
L Quarterly Air Sampling Project / Federal Building

Test Report: Asbestos Fiber Analysis by Transmission Electron Microscopy (TEM) Performed by

EPA 40 CFR Part 763 Appendix A to Subpart E

Area Analytical Asbestos
Volume Analyzed Non  Asbestos #Structures Sensitivity Concentration

Sample Location (Liters) (mm?) Asb Type(s) 20.5u < 5u 25y (S/cc) (S/mm? (S/cc)

1-23-1610 Floor 1 - CIS CSC 1610 1326.76  0.0655 1 None Detected 0 0 0.0044 <15.00 <0.0044
Column G12

042115330-0001

1-8-1260A Floor 1 - CIS CSC RM 1311.86  0.0655 0  None Detected 0 0 0.0045 <15.00 <0.0045
1260A 12124

042115330-0002

1-10-1210 Floor 1 - CIS CSC RM 1259.69 0.0655 0  None Detected 0 0 0.0047 <15.00 <0.0047
1210

042115330-0003

1-12-1580 Floor 1 - CIS CSC RM 1205.40 0.0655 0  None Detected 0 0 0.0049 <15.00 <0.0049
1580 Office 13455

042115330-0004

1-9-1580 Floor 1 - CIS CSC RM1580 1201.53  0.0655 0  None Detected 0 0 0.0049 <15.00 <0.0049
Office 13008

042115330-0005

1-13-1580 Floor 1 - CIS CSC RM 1165.23  0.0786 0  None Detected 0 0 0.0042 <13.00 <0.0042
1580 Office 13002

042115330-0006

Volume less than 1200: 70 structure rule does not apply.

1-14-1700 Floor 1 - CIS SCS RM 1182.78  0.0655 0  None Detected 0 0 0.0050 <15.00 <0.0050
1700 adjacent to Cubicle
17009

042115330-0007

Volume less than 1200: 70 structure rule does not apply.

1-16-Corridor Floor 1 - Corridor - 1170.68 0.0786 0  None Detected 0 0 0.0042 <13.00 <0.0042
Between Column
1X16-1W16

042115330-0008

Volume less than 1200: 70 structure rule does not apply.

2-45-2300 Floor 2 - CIS CSC 2300 1457.27  0.0655 0  None Detected 0 0 0.0040 <15.00 <0.0040
WS 23007

042115330-0009

2-46-2300 Floor 2 - CIS CSC Room 1338.24  0.0655 0  None Detected 0 0 0.0044 <15.00 <0.0044
2300 Aisle A24

042115330-0010

2-47-2100 Floor 2 - CIS CSC Room 1337.81  0.0655 1 None Detected 0 0 0.0044 <15.00 <0.0044
2100 Gym SE Corner

042115330-0011

2-19-2101 Floor 2 - CIS CSC Room 1206.02 0.0655 0  None Detected 0 0 0.0049 <15.00 <0.0049
2101 Cubicle 21066

042115330-0012

2-29-CIS Space Floor 2 - CIS CSC 1215.20 0.0655 1 None Detected 0 0 0.0048 <15.00 <0.0048

Mech. RM
042115330-0013

Mechanical Room

(Initial report from: 06/30/2021 15:26 PM

)

Printed: 6/30/2021 3:26:22PM

Page10f 6

Page 1 of 2



EM L An I | I In . EMSL Order: 042115330

S a _yt (_:a » INC Customer ID: EAFI66A
200 Route 130 North Cinnaminson, NJ 08077

Customer PO: 020.01474
Tel/Fax: (800) 220-3675 / (856) 786-5974 ) )
http://www.EMSL.com / cinnasblab@EMSL.com Project ID: J
Attention: Lynda McDermott Phone: (978)688-3736 )
USPHS/Federal Occupational Health Fax:
JFK Federal Building, Government Center Received Date: 06/24/2021 09:15 AM
Room E-110 Analysis Date: 06/30/2021
Boston, MA 02203 Collected Date: 06/22/2021
Project: 608300, 2019-2851, 608301 / Chet Holifield FB, 24000 Avila Road, Laguna Niguel, CA/ FOH Chet Holifield
L Quarterly Air Sampling Project / Federal Building

Test Report: Asbestos Fiber Analysis by Transmission Electron Microscopy (TEM) Performed by
EPA 40 CFR Part 763 Appendix A to Subpart E

Area Analytical Asbestos
Volume Analyzed Non  Asbestos #Structures Sensitivity Concentration
Sample Location (Liters) (mm?) Asb Type(s) 20.5u < 5u 25y (S/cc) (S/mm? (S/cc)
2-30-2100 Floor 2 - CIS CSC RM 1215.82  0.0655 0  None Detected 0 0 0.0048 <15.00 <0.0048
2100 FI Matador
Conference RM 21205
042115330-0014
2-31-2126 Floor 2 - CIS CSC EM 1236.69 0.0655 0  None Detected 0 0 0.0048 <15.00 <0.0048
2126 Cubicle 21425
042115330-0015
3-60-3251 Floor 3 - CIS CSC RM 1215.82  0.0655 0  None Detected 0 0 0.0048 <15.00 <0.0048
3251 adjacent Office
32509
042115330-0016
3-15-3106D Floor 3 - CIS Facilities RM 1217.68 0.0655 0  None Detected 0 0 0.0048 <15.00 <0.0048
3106D adjacent Office to
Entry
042115330-0017
Analyst(s) \%6i ‘ W)
N Samantha Rundstrom, Laboratory Manager
Feng Liang (17)

or other approved signatory

EMSL maintains liability limited to cost of analysis . Interpretation and use of test results are the responsibility of the client. This report relates only to the samples reported above, and may not be
reproduced, except in full, without written approval by EMSL. EMSL bears no responsibility for sample collection activities or analytical method limitations . The report reflects the samples as received.
Results are generated from the field sampling data (sampling volumes and areas, locations, etc.) provided by the client on the Chain of Custody. Samples are within quality control criteria and met
method specifications unless otherwise noted. This report must not be used to claim product certification, approval, or endorsement by NVLAP, NIST, or any agency of the federal government. Results
reported in structures/cm3 are not covered by the laboratory's NVLAP accreditation. Measurement of uncertainty available upon request.

Samples analyzed by LA Testing South Pasadena, CA NVLAP Lab Code 200232-0

(Initial report from: 06/30/2021 15:26 PM

)

Printed: 6/30/2021 3:26:22PM

Page2Of 6

Page 2 of 2



OrderlI D: 042115330

Please log under EFI Account No.: EAFI66A
(FOH Account) for the report to, which bills

. @) efi global
to EFI Account No.: EAFI66 O 4 ?/l ’ S33%¢ () g

CHAIN OF CUSTODY FORM
ng::::;a Program Support Center, Federal Occupational Health Bill To: | Accounts Payable
Company: | U.S. Department of Health and Human Services Address: | EFI Global, Inc.
add _ | Everett McKinley Dirksen Federal Building (ZIR) | City, State, Zip: | 155 West St, Ste 6, Wilmington, MA 01887
reSS: 1519 South Dearborn, Room 288 Telephone: | 800-659-1202
City, State, Zip: | Chicago, IL 60604 Email Report to: | Lynda.McDermott@efiglobal.com
Project Information
EFI Project No. Fed Health No's: 3
(Invoice only): 020.01474 (list on report) St it
sﬁ?ic?rae?se' ! Chet Holifield FB, 24000 Avila Road, Laguna Niguel, CA
Gd;iitional Please also email results to Michael.Pinkerton@efiglobal.com
otes:
Requested Turnaround Time:
O RUSH O 1day O 2day O 3day 5 day
Media and Methodology
Type of Analysis: | TEM - AHERA 40 CFR, Part 763 Check for Positive Stop:
Notes: Date Collected:
Sample ID Type of Material Location
"~ Please See Attached Data|Sheets :

/

e

/

/

\/’

ngl:6 Wy peHc &

Pt
= i

/

[~

|

e

/

i

Total Number of Samples Submitted: __ 34

Samplers Name: Kobed Gutcs Samplers Signature 24— <—

Relinquished By (Client): _Rodert Cafzs Date: &-A¢-4/  Time: /3’03

Received By (Lab): @ﬁ\\jﬁ = U}( Date: 613\\7);\) Time:_\ \CA
Page 30f 6
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CYLI§33Y -
vmmmpllomwu

Company: Federal OccupationalHealth

G- A2- Air Sampling Field Data Sheet

Date no:na&ug - job Name: FOH Chet Holified Quarterly Air Sampling Project

Contact Person: Michael Pinkerton Job Location: Chet Holified Federal Building

OrderlI D: 042115330

Phone Number: Q/pl \NV

Job Number: 020.01474 Address: 24000 Avila Road Collected By:
Laguna Niguel, CA N =
£z
Sample Time Flow Rate (LPM) <o_~.nqv=mumm nw _.,“,
Number: _u:q:v i | Fioort mmq:_u_m Foeatien Start Stop AB,“.%F”N& Initial Final Average mw
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OrderlI D: 042115330

©-22-21 Air Sampling Field Data Sheet CY N~ [S3°%7 b

2t 3.3
Date Oo:mnﬁa_% 2 Job Name: FOH Chet Holified Quarterly Air Sampling Project Company: Federal Occu m:omqmna n.&.w
Contact Person: Michael Pinkerton Job Location: Chet Holified Federal Building Phone Number: (gl = HSEE - .w..,\vﬁo
Job Number: 020.01474 Address: 24000 Avila Road Collected By: 7)., SO\ (@(Wgﬁkﬂ
Laguna Niguel, CA [ “,z YUV S
o
mﬂ_ﬁU_o . Time Flow Rate (LPM) <....M_._._._v._._M“_‘.j
Ninibiars Pump # | Floor # Sample Location - - —
Start Stop AB_%cwmwv Initial Final Average
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OrderlI D: 042115330

Air Sampling Field Data Sheet

4 2S5O

o . ) i Page ._Ml of rwl
Date Collected: b~ 22-21 Job Name: FOH Chet Holified Quarterly Air Sampling Project Company: Federal Occupational Health
Contact Person: Michael Pinkerton Job Location: Chet Holified Federal Building Phone Number:
Job Number: 020.01474 Address; 24000 Avila Road Collected m%Eﬁf
Laguna Niguel, CA
Time Flow Rate (LPM) Volume
Sample ; (L)
le Locat
Number+ | Pump # | Floor # =ampss Locaton Total ) .
Start Stop (minutes) Initial Final Average
FB2-mw Fieft Blark
=
LBI-Mw Lap Blank . b
[ ey F
(3}
=
=2 |c
wn

6
4
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EM L An I i I In . EMSL Order: 042115332

S a _yt _ca » INC Customer ID: EAFI66A
200 Route 130 North Cinnaminson, NJ 08077

Customer PO: 020.01474
Tel/Fax: (800) 220-3675 / (856) 786-5974 ) )
http://www.EMSL.com / cinnasblab@EMSL.com Project ID: J
Attention: Lynda McDermott Phone: (978)688-3736 )
USPHS/Federal Occupational Health Fax:
JFK Federal Building, Government Center Received Date: 06/24/2021 09:15 AM
Room E-110 Analysis Date: 07/01/2021
Boston, MA 02203 Collected Date: 06/23/2021
Project: 608300, 2019-2851, 608301 / Chet Holifield FB, 24000 Avila Road, Laguna Niguel, CA / FOH Chet Holifield
L Quarterly Air Sampling Project / Federal Building

Test Report: Asbestos Fiber Analysis by Transmission Electron Microscopy (TEM) Performed by

EPA 40 CFR Part 763 Appendix A to Subpart E

Area Analytical Asbestos
Volume Analyzed Non  Asbestos #Structures Sensitivity Concentration

Sample Location (Liters) (mm?) Asb Type(s) 20.5u < 5u 25y (S/cc) (S/mm? (S/cc)

1-22-DCMA Floor 1 - DCMA Room #8 1453.83  0.0580 0  None Detected 0 0 0.0046 <17.00 <0.0046

042115332-0001

1-3-ICE Floor 1 - ICE near Office 1409.27  0.0580 0  None Detected 0 0 0.0047 <17.00 <0.0047
127

042115332-0002

1-6-ICE Floor 1 - ICE Mat Room 1380.39 0.0580 0  None Detected 0 0 0.0048 <17.00 <0.0048

042115332-0003

1-28-ICE Floor 1 - ICE 1540 1525.20 0.0580 0  None Detected 0 0 0.0044 <17.00 <0.0044

042115332-0004

1-4-GSA Floor 1 - GSA Vacant 1423.50 0.0580 0  None Detected 0 0 0.0047 <17.00 <0.0047
Conference

042115332-0005

1-5-GSA Floor 1 - GSA 1400A 1296.75 0.0696 0  None Detected 0 0 0.0043 <14.00 <0.0043

042115332-0006

1-2-GSA Floor 1 - GSA 1400 near 1300.74  0.0696 0  None Detected 0 0 0.0043 <14.00 <0.0043
Office Row

042115332-0007

1-11-Corridor Floor 1 - Corridor outside 1327.73  0.0580 0  None Detected 0 0 0.0050 <17.00 <0.0050
Room 1006

042115332-0008

1-27-Corridor Floor 1 - Corridor outside 1285.77  0.0696 0  None Detected 0 0 0.0043 <14.00 <0.0043
1553

042115332-0009

1-17-ICE Floor 1 - ICE 1640C 1374.10 0.0580 0  None Detected 0 0 0.0048 <17.00 <0.0048
Conference Room

042115332-0010

7-71-Penthouse Floor 7 - Penthouse Rm C 1342.60 0.0580 0  None Detected 0 0 0.0049 <17.00 <0.0049

042115332-0011

7-72-Penthouse Floor 7 - Penthouse 1315.88  0.0696 0  None Detected 0 0 0.0042 <14.00 <0.0042
outside Elevator Room

042115332-0012

5-68-CBP Floor 5 - CBP C-29 1571.20 0.0580 0  None Detected 0 0 0.0042 <17.00 <0.0042

042115332-0013

5-67-Corridor Floor 5 - Corridor outside 1256.96  0.0696 0  None Detected 0 0 0.0044 <14.00 <0.0044
5230

042115332-0014

2-32-Corridor Floor 2 - Corridor outside 1248.41  0.0696 0  None Detected 0 0 0.0044 <14.00 <0.0044
2203

042115332-0015

2-41-Corridor Floor 2 - Corridor 2-M-22 1239.21  0.0696 0  None Detected 0 0 0.0045 <14.00 <0.0045

042115332-0016

2-38-AHU Floor 2 - AHU - 2.15 1235.43  0.0696 0  None Detected 0 0 0.0045 <14.00 <0.0045

042115332-0017

2-35-CAFE Floor 2 Café - Kitchen 1359.42  0.0580 0  None Detected 0 0 0.0049 <17.00 <0.0049

(Initial report from: 07/01/2021 17:55 PM

)

Printed: 7/1/2021 5:55:37PM
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EMSL Analvti . EMSL Order: 042115332
S @ -Ytl-cal, |nC Customer ID: EAFIG6A
200 Route 130 North Cinnaminson, NJ 08077

Customer PO: 020.01474
Tel/Fax: (800) 220-3675 / (856) 786-5974

http://www.EMSL.com / cinnasblab@EMSL.com Project ID: J
Attention: Lynda McDermott Phone: (978)688-3736 )
USPHS/Federal Occupational Health Fax:
JFK Federal Building, Government Center Received Date: 06/24/2021 09:15 AM
Room E-110 Analysis Date: 07/01/2021
Boston, MA 02203 Collected Date: 06/23/2021
Project: 608300, 2019-2851, 608301 / Chet Holifield FB, 24000 Avila Road, Laguna Niguel, CA / FOH Chet Holifield
L Quarterly Air Sampling Project / Federal Building )

Test Report: Asbestos Fiber Analysis by Transmission Electron Microscopy (TEM) Performed by
EPA 40 CFR Part 763 Appendix A to Subpart E

Area Analytical Asbestos
Volume Analyzed Non  Asbestos #Structures Sensitivity Concentration
Sample Location (Liters) (mm?) Asb Type(s) 20.5u < 5u 25y (S/cc) (S/mm? (S/cc)

042115332-0018

. \%m}éév W)

Samantha Rundstrom, Laboratory Manager
or other approved signatory

Van (Rebecca) Huynh (18)

EMSL maintains liability limited to cost of analysis. Interpretation and use of test results are the responsibility of the client. This report relates only to the samples reported above, and may not be
reproduced, except in full, without written approval by EMSL. EMSL bears no responsibility for sample collection activities or analytical method limitations. The report reflects the samples as received.
Results are generated from the field sampling data (sampling volumes and areas, locations, etc.) provided by the client on the Chain of Custody. Samples are within quality control criteria and met
method specifications unless otherwise noted. This report must not be used to claim product certification, approval, or endorsement by NVLAP, NIST, or any agency of the federal government. Results
reported in structures/cm3 are not covered by the laboratory's NVLAP accreditation. Measurement of uncertainty available upon request.

Samples analyzed by EMSL Analytical, Inc San Leandro, CA NVLAP Lab Code 101048-3, WA C884

(Initial report from: 07/01/2021 17:55 PM )
Printed: 7/1/2021 5:55:37PM Page 2 Of 6 Page 2 of 2




O derlI D: 042115332

Please log under EFI Account No.: EAFI66A 0%7 // gzng f I b I
(FOH Account) for the report to, which bills (0) erl gioba
to EFI Account No.: EAFI66 _.

CHAIN OF CUSTODY FORM

R?S:;t:;) Program Support Center, Federal Occupational Health Bill To: | Accounts Payable
Company: | U.S. Department of Health and Human Services Address: | EFI Global, Inc.
Add Everett McKinley Dirksen Federal Building (ZIR) | City, State, Zip: | 155 West St, Ste 6, Wilmington, MA 01887
ress:
219 South Dearborn, Room 288 Telephone: | 800-659-1202
City, State, Zip: | Chicago, IL 60604 Email Report to: | Lynda.McDermott@efiglobal.com
Project Information
EFI Project No. Fed Health No's: 1
(Invoice only): 020.01474 (list on report) ek e e
Site N / o . }
:%; dg;‘:: Chet Holifield FB, 24000 Avila Road, Laguna Niguel, CA
ad?mo“al Please also email results to Michael.Pinkerton@efiglobal.com
otes:
Requested Turnaround Time:
O RUSH O 1day O 2day [0 3day 5 day
Media and Methodology
Type of Analysis: | TEM - AHERA 40 CFR, Part 763 Check for Positive Stop:
Notes: Date Collected:
Sample ID Type of Material Location

o - /
\\ Please See Attached Data|Sheets /
\ /
\ j/
\ /

/\\

/ ~
/ \

L T

/ \

LS16 WY M2 Nhr 10

/

Total Number of Samples Submitted: 3‘/

Samplers Name: Lpbed butes Samplers Signature _Z&—<r—

Relinquished By (Client): _Rodert Gafes Date: & -Af5-3/ Time: /0003

Received By (Lab): m\_&% . \S(X Date: -\ 2\ Time:a [ SA
Paace 30f 6

Page 1 O 4



OUTLISEZST o

7

Air Sampling Field Data Sheet

Pdee [ of 2 .
Date Collected: @ -23-21 Job Name: FOH Chet Holified Quarterly Air Sampling Project Company: Federal Onn:umzo:wwm_mm ..m.. 2
Contact Person: Michael Pinkerton Job Location: Chet Holified Federal Building Phone Number: 2 SAN
Job Number: 020.01474 Address: 24000 Avila Road Collected wu\“ \Noui ?\hhu\r
Laguna Niguel, CA ,6
Sample Time Flow Rate (LPM) Volume o
i L
Number* | Pump # | Floor # Sample Location Total y . =
Start Stop (minutes) Initial Final Average
1-22-D<mA | | DCMA- Room #38 6796 | joovr | 147 | 9.9 | 9.87|9:83 |1453.83
[-3-TcE U | TCE- nsar offce 127 o715l | oy | 143 992 | 471 9.955 40%.265
|-G -Z¢€ Vo TeE - Maf Room 0157 | g | M\ 9.89 |9.¢4 | 971 |1380.39
)-28-TCE v | zeE - 1590 080Y | 1039 |I5S | 790 |9.78 | .81 |[525.2
I-9- G:5A V| 65/ - Vacant Confoconce 0864 | 1035 | 4y | q.8% |qel |75 MBS
I-5-GSA ! 65A- 4004 0815 | loag | 133 9,88 |962|915 |129¢. 78
I-2- GSA V| &84 - 1900 near Office Row oglq |r632 | 133 989 |q.¢7|q.73 |1300.74
I-H- Corvidor \ Lornidec - gutside rom [006 0845 | 104o 138 9.87 |9.78 | 9.835 |(327. 125
..\b\hnh!.:.e?s ) Carrideor - w@*h.&@ /1683 0832 1093 13( 9.90 9,73 | 9.81S |1285. Tes5
1-17-FCE L | ZCE- 1eqpc - contfrpree Room sg 138 | o |q9.g9 |g7y |18 |37

OrderlI D: 042115332

6
4

Page 4 Of
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Air Sampling Field Data Sheet QN\\N\\ m,w 27 B

Date Collected:_ @-23-2] Job Name: FOH Chet Holified Quarterly Air Sampling Project Company: Federal Ooo:um:ovs .Mm_,mw..mﬂu
Contact Person: Michael Pinkerton Job Location: Chet Holified Federal Building Phone Number: s
Job Number: 020.01474 Address: 24000 Avila Road Collected By: mnvmkm @Rim”u DU
Laguna Niguel, CA x ‘
W
a1 ¢
Samoy Time Flow Rate (LPM) Volum&"
ampie e L,
z:BWm? Pump # | Floor # Sample Location — (L)
Start Stop (minutes) Initial Final Average
f
1-711 - | Penthossy Em C 07 [)3ay | 137 |48% |47 148 |i34ac
L S
1- 14- ﬂn@ 1| Porbhinse Rom owtsihe gleyator roem |12 1320 | 134 | 4 98 | 4,14]9.82 [135.98
5-6%- <bf 5 |cBP- c-29 w4 1357 | 10 |q.qy |13 982 |I8702
5-¢1- %.34: 5 | Gveibor outsidy 5230 Hay 1332 g [ 4.27 [4.77(9.32 11546
2+8% 93&.\ L | Cpevidor vwbile 2203 WSz 11334 | 27 | 440 (975|983 |14sY
2- 4l -Gortiher | Gerih-  2-M-2R 031 1343 11e qq | 9.6 g3 (1312
2-3%-AHY T | AHU - 2.15 4] 1547 | 1 1.39 a2 | 9,805 123543
N-35- cAf] 1 | CAFE - Kidhe, 149 1407 139 9.8% (9.8 |9.718 |1357.42
rB3-Ré Field  Blanh
¢B4-RE Gkt Bhok

OrderlI D: 042115332
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Air Sampling Field Data Sheet

OY7STT

. , . ) Page 3 of 3
Date Collected:__0-23-21 Job Name: FOH Chet Holified Quarterly Air Sampling Project Company: Federal Occupational Health
Contact Person: Michael Pinkerton Job Location: Chet Holified Federal mC__Q_DG Phone Number:
Job Number; 020.01474 Address: 24000 Avila Road Collected m«..?.\ &-&.\m
Laguna Niguel, CA
Time Flow Rate (LPM) Volume
Sample Sample Location L)
Number* | Pump # |Floor # P Total . .
Start Stop : Initial Final Average
(minutes)
LBI-RE Lab Blank

L

=

-

=

=

™

Y

m..

w |5

on
o

OrderlI D: 042115332
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